three inches = one foot

one and one—half inches = one foot

one inch = one foot

one—half inch = one foot three—quarters inch = one foot

three—eighths inch = one foot

one—quarter inch = one foot

il

one—eighth inch = one foot
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B Ci ‘ V \| I-l REFLECTED CEILING PLAN REFLECTED CEILING PLAN
O O ' ] DEMOLITION NOTES LEGEND
‘ C , c SEE DWG. AR.101, DEMOLITION PLAN, FOR
= : FURTHER NOTES
AT AREAS SHOWN, REMOVE ENTIRE EXISTING IN
ITS ENTIRETY. EXISTING 2°X4’
} ACOUSTIC CEILING TILE
) - REMOVE EXISTING LIGHT FIXTURES. TO REMAIN
REMOVE EXISTING SUSPENDED CEILING GRID
= = = | AND TILE.
| B EXISTING SPRINKLER HEADS TO REMAIN AND o
= ] i BE RELOCATED TO NEW CEILING HEIGHTS. EXISTING 2°'X4
RECESSED FLUORESCENT
EXISTING SUPPLY DIFFUSERS TO BE REMOVED. LIGHTING TO REMAIN
EXISTING HVAC DUCTOWORK TO REMAIN. SEE
DWG. MH—101 FOR EXTENT OF NEW HVAC EXISTING 2°X2’
_Ll_.-._ - \) WORK. RECESSED FLUORESCENT
LIGHTING TO REMAIN
REMOVE EXISTING GYPSUM BOARD SOFFITS AND
FACIAS. EXISTING SUPPLY
EXISTING TO 30" EXIST WIFI SYSTEM, CURRENTLY INSTALLED DIFFUSER TO REMAIN
REMIAN ABOVE THE EXISTING SUSP. CLG., SHALL
REMAIN AND/OR REMOVE & REINSTALLED
AFTER NEW CEILING IS IN PLACE. EXISTING RETURN
I GRILL TO REMAIN
I | SEE ELECTRICAL DRAWINGS FOR THE EXTENT
+ OF ELECTRICAL ITEMS TO REMAIN
EXISTING RECESSED
DOWNLIGHTING TO REMAIN
] EXISTING
# CEILING HEIGHT,
3-0" A.F.F.
S SMOKE DETECTOR TO BE
REMOVED AND REINSTALLED
. SPRINKLER HEAD
SEE FP PLANS
HATCHED AREA INDICATES
EXISTING CEILING CONST TO
BE REMOVED. ALL CEILING
ELEMENTS (I.E. LT FIXTURES,
| DIFFUSERS, REGISTERS,
SPRINKLER HEADS) TO BE
i REMOVED AND STORED FOR
_ L _EXISTING CLG REUSE.
T0 REMAIN
B | | |
| | |
—— T
| | |
— ——:———:———:—— ACOUSTIC CEILING TILE TO BE
| | | REMOVED
e ——
| | |
| | |
=== 2’x4’ RECESSED FLUORESCENT
— | | LIGHTING TO BE REMOVED
L]
R=A
| g SUPPLY DIFFUSER TO BE
k— REMOVED
] 7
— 1 X EXIT SIGN TO BE REMOVED
— ! TR
(it) SPEAKER TO BE
REMOVED AND REINSTALLED
WIFI STATION TO BE REMOVED
AND REINSTALLED
-
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